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NOTES:

1. Al equipment and
insturmentation within box is by
tVendor. Diagram shows gereral
scope for clarification purposes
only. Refer to specification for
more detaifs on Vendor supply
(i.e. additional instrumentation
requirements),

2. Vendor shall include
programming of Purchaser

From Process .3 P
" W supplied data points including
alarms and control of system in
the Vendor supptied PLC.
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To Bldg Supply

—————————— Evaporative

NOTES:

Air Losses
1. Retrofit existing meter
with transmitter.
FE-6
(new) To Humidificati 2. FE7 aliowable flow =
o0 O oation 78-9.5- FE1+FE2-FE3
oilers -FE4-FE5-FE6)
3. Stop Flow from Pre-
FE-4 R Treatment System during
Water Makeu N (existing) X Sand Filter Backwash.
to Building 2p C - OQ [——* To Cooling Towers Program backwash during
non-peak hours.
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